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 PID controller has been widely used as one of the basic property controllers 
in industry. However, tuning PID parameters is not simple and also has a few 
problems in handling slow response systems, such as boiler. Therefore, the 
Model Driven PID (MD PID) control is designed for solving these problems, 
especially for plants or processes with slow response. The MD PID is using 
the model of the plant itself as the basic model of the controller. In this 
research, we will show the performance of water heater system step response 
with MD PID controller compared to the conventional PID controller (PI 
controller). The MD PID closed-loop system is expected to give fast 
response, stable, and no overshoot. 
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One of the most common controller used is PID controller. PID controller is a classic controller that 
have been widely used to control a process, such as motor speed control, positioning control, level control, 
temperature control, etc. However, due to its simple stucture, PID controller also bring some issues in 
different areas. To control a process with relative slow response, such as boiler, it will leave some overshoot 
for a long period. Therefore, the Model Driven PID (MD PID) controller is presented to handle slow 
response process to minimizing overshoot as the expected actual point value is rising to the set point. MD 
PID controller also capable to control non-stable system and oscillation process. MD PID controller is also 
gives more simple control tuning properties.  
MD PID controller is proposed by Toshiba Research Team, it is designed by combining Model 
Driven Control (MDC) controller system, PD feedback, Internal Model Control (IMC), and set point filter. 
The design approach techniques of MD PID controller is different compare to conventional PID that 
commonly using the Ziegler-Nichols [1],[2] method to defined the control tuning parameters. 
In this research, we designed the MD PID controller system and simulated it in water heater system. 
The purposed was to analyzed the MD PID controller system with a plant or process and compared to the 
conventional PID controller. We used physic approach to design the transfer function model of the water 
heater system. Resistance Temperature Detector (RTD) type PT100 with two wires is used as the sensor of 
water heater system for measured the value of the temperature as the present value (PV) or output and as the 
feedback value of the closed-loop system. The results of the step response were analyzed and compared to 
the step response of the conventional PID controller. The MD PID stability analysis, step response matlab 
simulation of the system, and MD PID real time result are presented. 
 
 
                ISSN: 2088-8708 
IJECE  Vol. 6, No. 4, August 2016 :  1673 – 1680 
1674
2. RESEARCH METHOD  
The research chronological order in this paper are design the system model of the controller, 
stability analysis, sensor configuration, and simulation analysis. 
 
2.1. Hardware and Software 
Figure 1 shows the overall system configuration used for the research. The microcontroller and PC 
connected by using serial communication. The read temperature plotted in Matlab software. The output from 
microcontroller is PWM to triggering the heating procress base on the duty cycle. Temparature sensor (RTD) 





Figure 1. System Configuration for Research 
 
 
2.2. MD PID Controller 
 MD PID controller has three parts, PD feedback compensator, main controller, and set point filter 
[3]. Each parts have different functions. The tuning parameters used are λ and α. MD PID controller block 


















Figure 2. Model Driven PID Block Diagram 
 
 
2.2.1. PD Feedback Compensator 
 PD feedback block F(s) is used for stabilize the plant or process P(s) and design the transfer function 
G(s) in first order with dead time model as in (1). The transfer function of the Proportional-Derivative (PD) 
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By using PD feedback compensantor, the plant is compensated into FOTD (First Order, Time 




The parameters constant K, T, and L are gain, time constant, and dead time. These parameters were 
used for modeling the MD PID controller system. In this research, the value of K, T, and L were defined by 
using the model matching Kitamori method [4]. By using this method, the transfer function of the plant have 
to be known.  
In this research, based on the water heater transfer function model [5] as in (4), the transfer function 




Variables k, C, and R are heater constant, thermal capacitance, and thermal resistance. For 
,  and by considering the dead time value, equation (4) is simplify, where , 
, and . 
By using the model matching Kitamori method, the parameters value from (3) are defined, where 
the parameters value are , , and .  
These parameters from block  will be the reference for all the system closed-loop parameter 
in main controller and set point filter.  
  
2.2.2. Main Controller and Set Point Filter 
 Main controller consisted of Q-filter second order  and first order model with dead time  






The Q-filter second order give the control system the stronger ability to handle disturbance of the 
system and input reference value changes without overshoot. Parameters Kc, Tc, and Lc are gain, time 
constant, and dead time controller from the acquired parameters from G(s) that have a following relation; 
 
, ,   
 
Set point filter equation is expressed in (7).  
 
 (7) 
 .   
2.2.3. Tuning Parameters 
Parameters λ and α are tuning parameters for MD PID controller. Tuning parameter λ (lamda) is 
used for tuned the speed response of the closed-loop system and tuning parameter α (alpha) for disturbance 
regulation performance.  
The optimal α can be obtained as in (8), by canceling the slowest pole of the process and a zero of 
the controller concerning the α [6]. 
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In this research, the tuning parameters for MD PID controller for water heater real-time simulation 
are . The conventional PID controller we used as comparison is Proportional-Integral (PI) 
controller as shown in (9). Adding derivative parameter to the controller is not required. The water heater 
system response is moving slowly, so the predictive control from derivative parameter wont give any 
significance changes. 
The parameters of the PI controller we used are  and . Where ‘u’ is the 





In this paper, we analyzed MD PID controller by using root locus method. The control system dead 
time value are approximated by using pade approximation [7] to define the root locus trajectory. By 
approximate the exponential function, root locus trajectory can be define as shown in (10). The order of the 
approximate exponential function is n=10, so the closed loop transfer function can be expressed in (11). 













Figure 3. Model Driven PID Root-Locus Stability 
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(12) 
From the closed-loop transfer function model of Model Driven PID controller, the root-locus graph 
is shown in Figure 3. Based on the root-locus figure, we conclude that the system performance are normally 
stable because all of the poles of the control system are on the left side of imaginary axis  [8],[9].  
 





Figure 4. RTD PT100 Sensor Two Wire 
 
 
RTD is a device for read the temperature value by measuring the resistance of the electrical cable. 
The material of RTD sensor is divide into three types, cooper, nickel, and platinum. These three metal types 
have variance resistance. Platinum has the measurement range to 650°C, cooper 120°C, and nickel 300°C. 
In this research, we use the RTD type PT100 with two wires. There are also other wire 
configurations available with three and four wires [10]. PT100 sensor has the platinum material with 
resistance 100Ω at the reference temperature 0°C. The value of the sensor resistance changes and rise up 
0.385Ω for each 1°C increment to the measured temperature. In (12) the equation of the linearity 
measurement of the sensor is shown. Constant T is the measured temperature, Tref is the reference 







Figure 5. PT100 Circuit Configuration [11] 
 
 
The PT100 sensor has dynamic resistance depending on the measured temperature, therefore, it is 
needed a specific circuit configuration (Figure 5) for measured the temperature value by converted the sensor 
resistance value into voltage and also can keep its linearity. The circuit configuration is combining the 
Wheatstone bridge and Operational Amplifier (Op-Amp) as differential amplifier. The measurement range of 
the sensor linearity is 0°C-200°C for voltage value 0-5V. The sensor circuit results to its linearity are shown 
in Table 1.  
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Table 1. Sensor Linearity 
Temp °C RTD (V) Vout (V) Nonlin. 
0 0.09814 0.00000 0.000% 
20 0.10612 0.49984 -0.003% 
40 0.11409 0.99978 -0.004% 
60 0.12207 1.49981 -0.004% 
80 0.13005 1.99989 -0.002% 
100 0.13803 2.50000 0.000% 
120 0.14601 3.00011 0.002% 
140 0.15399 3.50020 0.004% 
160 0.16197 4.00022 0.004% 
180 0.16995 4.50017 0.003% 
200 0.17792 5.00000 0.000% 
 
 
3. RESULTS AND ANALYSIS 
In this section, we explained the controllers’ performances results base on real-time data acquisition 
and also on mathematical analysis in matlab software. We compare both MD PID controller and conventional 
PID controllers (PI), and also MD PID real-time result. 
 
3.1. MD PID vs PI Controller Simulation 
 
 
Figure 6. MD PID vs PI Controller 
 
 
The comparison of MD PID and PI controller are shown in Figure 6. The simulation are 
conditionaly state where the temperature of water heater system is initially at 25°C and the desired output of 
the water temperature is 40°C. The time range of the simulation is from 0-300 seconds. The PI controller are 
simulated based on (9) and the parameters  and  are defined. MD PID controller are simulated and also 
changing the speed tuning parameter (λ) to analyze the differences of simulation results. For more details of 
the simulations data, Table 2. are shown. 
 
 
Table 2. MD PID and PI Controller Step Response Analysis 
Step Info PI MD λ=1 λ=0.75 λ=0.5 
Rise-Time 92.0164s 74.5786s 59.4621s 47.7017s 
Settling Time 351.0197s 152.7577s 117.9946s 106.7900s 
Overshoot 6.8929% 0% 0.0645% 2.3073% 
Undershoot 0 0 0 0 
Peak 1.0689 0.9994 1.0006 1.0231 
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Table 2 shown that MD PID and PI controller reached the desired output value almost at the same 
time, but PI controller result shown some overshoot for a longer period. This is shown from the large number 
of the settling time. PI controller also reach a higher peak amplitude than MD PID controller. Selecting 
smaller speed tuning parameters (λ) for MD PID controller also provide the system respons to be faster, but 
the stability decrease. In spite, the step respons are still tougher than PI controller base on Figure 6. This can 
be occured by the lacked of the random selected parameters in the conventional PID controllers.  
 
3.2. Water Heater Result with MD PID 
The water heater system result by using MD PID controller are shown in Figure 7. The simulation of 
water heater system is use 40°C as desired output and time range 0-450. In this research, we tuned the MD 
PID controller . The water heater real time system is analyzed by plotting the real time data in 
matlab software. 
It is shown from Figure 7, the step response shown stable performance of temparature control when 
the actual temparature value reached desired temperature value. There is 3.4% overshoot in this result 









MD PID and PI controller have been simulated in a designed water heater system. By adding Q-
filter block second order, first order model with dead time, set point filter, and PD feedback block diagram, 
MD PID controller has shown better results compare to the simulation with conventional PID controller (PI) 
based on the rise time, settling time, and overshoot to control a slow response system.  
However, MD PID controller design process, it has to be carefully designed. System modeling is 
required to define the controller parameters to be apply in controller. For conventional PID, trial and error 
method to define controller parameters is available without knowing the system model. It can be defined by 
using the knowledge of common characteristic of proportional, integrator, and differential features.   
Next, MD PID controller in this simulation proofed to be able to gives satisfactory response that are 
more stable to the set point for handling plant or process with relatively slow and less overshoot based on the 
stability analysis are shown. 
For further researches, a more flexible method by using MD PID controller for multivariable control 
system can be implemented. In this research, we shown a real time simulation of a simple SISO (Single-
Input, Single-Output) system. Controlling MIMO (Multi-Input, Multi-Output) system with MD PID 
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